—PEDESTRIAN GRATING  NOTES
FRAME CLASS D400

-

ALL DIMENSIONS ARE IN MILLIMETERS
REFER TO CLAUSE 508, CLAUSE 2404 AND CLAUSE 2406
3. GULLY CHAMBER TO BS 5911; PART 2 TO BE 750 MILLIMETERS INTERNAL DEPTH AND 375 MILLIMETERS
- ~ INTERNAL DIAMETER FITTED WITH 150MM DIAMETER TRAPPED OUTLET AND STOPPERED RODDING EYE.
L — N\ 4. GULLY CHAMBER TO BE SURROUNDED WITH 150 MILLIMETER MINIMUM THICKNESS OF CONCRETE MIX ST2
/ A ._ = \ TO CLAUSE 2602.
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5. FRAMES TO BE SET TWO COURSES MINIMUM OF 215 MILLIMETER BRICKWORK TO CLAUSE 2406 WITH
— CEMENT MORTAR DESIGNATION (I) WITHOUT THE LIME TO CLAUSE 2404.

6.  WHERE GULLIES ARE PAIRED TO PROVIDE ADDITIONAL DRAINAGE, THE FRAME SHALL BE SET ON AT LEAST
\ y FIVE COURSES OF BRICKWORK WITH A 150 MILLIMETER DIAMETER PIPE, BUILT IN, TO CONNECT TO A
A N 7 A SECONDARY GULLY.
r—1-1" 7. AS AN ALTERNATIVE, THE USE OF VITRIFIED CLAY TRAPPED GULLY TO BS EN295 OF THE SAME INTERNAL
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DIMENSIONS, AND DIAMETER OF OUTLET WILL BE ALLOWED, OR PLASTIC/CAST IN-SITU TRAPPED GULLY
TO HCD DRAWING F13.

8. ALL CONCRETE OR CONCRETE COMPONENTS SHALL BE MANUFACTURED OR CONSTRUCTED USING
SULPHATE RESISTING CEMENT TO BS 4027.

DISTANCE FROM CAST IRON GRADE D400
E GRATING TO CHAMBER DISHED GRATING & FRAME
COVER MAY VARY (4 FLANGE) 430 X 210 OPENING

HINGED GULLY GRATING AND 7 WITH 2 NO SCREW FIXINGS
FRAME CLASS D400 TO BS EN124
(WEDGE SEATED, NON ROCK) _ ﬁl_u><_zo LEVEL

TO BE BEDDED AND HAUNCHED T
IN MORTAR DESIGNATION () TO N E

CLAUSE 2404. MORTAR TO BE 10 CEMENT MORTAR
300 APPROX KV\_X—”\__,V__M_\___,_/\\__CE AND 15 MM X FILLETS
’ GREY IRON CHUTE CONNECTOR
S H 4 . 450 X 375 OPENING 150 DIAMETE
pa > 4 > : / < OUTLET
=——CLASS 'B' ENGINEERING —] ” E
BRICKWORK TO BS 3921 — W U.P.V.C SLEEVE

LENGTH MAY VARY

o

; 5 IN MORTAR DESIGNATION (1) F
(MIN. 2 COURSES)
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