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MORTAR HAUNCHING TO MANHOLE COVER

AND FRAME REFER TO CLAUSE 5.6.7 OF
SEWERS FOR ADOPTION 6TH EDITION

LIFTING EYES IN CONCRETE RINGS TO BE

2 -4 COURSES OF CLASS B ENGINEERING

675

BRICKS, CONCRETE BLOCKS OR PRECAST

POINTED

THE BOTTOM PRECAST MANHOLE RING TO

BE BUILT INTO BASE CONCRETE MINIMUM 75mm

HIGH-STRENGTH CONCRETE TOPPING TO BE BROUGHT UP
TO A DENSE, SMOOTH FACE, NEATLY SHAPED AND FINISHED

* CONCRETE COVER FRAME SEATING RINGS

150 MINIMUM

——IN-SITU CONCRETE TO BE GEN3 (DESIGNED
TO BRE SPECIAL DIGEST 1 CONCRETE IN
AGGRESSIVE GROUND)

900mm MINIMUM
i

PRECAST CONCRETE CHAMBER SECTIONS

SEE MANHOLE AND COVER SLAB TO BE BEDDED WITH
+| SCHEDULE TABLE |-| MORTAR, PROPRIETARY BITUMEN OR RESIN

MASTIC SEALANT

TO ALL BRANCH CONNECTIONS (MINIMUM THICKNESS 20mm)

MINIMUM WIDTH OF BENCHING TO BE 500

INVERTS TO BE FORMED USING CHANNEL PIPES 1\

BENCHING SLOPE TO BE 1:10 TO 1:30

DISTANCE BETWEEN TOP OF PIPE AND
UNDERSIDE OF PRECAST CONCRETE SECTION
/._.O BE MINIMUM 50mm TO MAXIMUM 300mm

CONSTRUCTION JOINT

REFER TO TABLE FOR
ROCKER PIPE LENGTHS

MILLIMETERS

JOINT TO BE AS CLOSE AS
POSSIBLE TO FACE OF
MANHOLE TO PERMIT
SATISFACTORY JOINT AND
SUBSEQUENT MOVEMENT

MINIMUM WIDTH OF
BENCHING TO BE 225mm

PIPE JOINT WITH CHANNEL
TO BE LOCATED MINIMUM
100mm INSIDE FACE OF
MANHOLE

FRAMEWORK CONTRACT FOR HIGHWAY WORKS - MINOR WORKS CONTRACT
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